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This Addendum modifies, amends and supplements designated parts of the  
Contract Documents, Project Manual and Drawings for 

 
 Region A Headquarters, dated August 29, 2016 
 
and is hereby made a part thereof by reference and shall be as binding as though inserted in its entirety 
in the locations specified herein. It shall be the responsibility of the Contractor to notify all 
Subcontractors and Suppliers he proposes to use for the various parts of the work of any changes or 
modifications contained in this Addendum. 
 
Acknowledge receipt of this Addendum in the space provided on the Bid Form.  Failure to do so may subject 
Bidder to disqualification.  
 
The Addendum consists of the following:   
 
GENERAL 

1. Attached please see bunkhouse septic design for reference.  
 
SPECIFICATIONS 

None 
 
DRAWINGS 

1. A600 – Reissued – Revise door schedule, Add GL2- clarification. 
2. A601 – Reissued – Revise SF1- lobby, Add Detail 4.  
3. A900 – Reissued – Add door schedule, Add window Schedule.  

 
 
CLARIFICATIONS 

1. Question: Design and size of propane tank slab and who runs line to building.   
Answer: The propane tank will be provided by the gas company, lines to building will be coordinated 
between owner and the gas company.  

2. Question: Is there an existing monitoring company for the Fire Alarm. If so, who?  If not, is the monitoring 
part of the Electrical / Fire Alarm Proposal? 
Answer: Electrical/ Fire Alarm proposal to include a transmitter per Div 28 of the specifications. 
Monitoring is not part of the scope of work.  

3. Question: Is there any cameras for security? Is not specific on the prints. 
Answer:  Security will be installed by a third party contractor. Attached is print showing the intended 
scope of security and IT to be installed by others.  

4. Question: On EP600 there is mention of Duct Smoke Detectors. However, there is no indication where 
they are located and what type or any other specifications? 
Answer: There are no duct smokes.  

5. Question: Access Control. Is this being done through an intrusion system? Who owns this portion? It 
says that the access is part of the door frame contract. However, no other indication. 
Answer: Doors identified in the door schedule to have access control are to have frames prepped for 
electric strikes and electric strikes provided as part of hardware. Wiring, card readers, and security to be 
provided by a third party contractor.  

6. Question: Please provide light fixture C2, it is not listed in the light schedule. 
Answer: Fixture C2 shall be : Halo SLD6068-35-WH 
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7. Question: Plans call for DH windows and the information in the spec section lists them as casements can 

you verify this, also cannot locate anywhere what the color of the windows should be. 
Answer: Window configuration is as called for in drawings and window schedule, double hung and fixed. 
Color to be custom color interior and exterior to match Paradigm Sable PW7002 #14.  

8. Question: Wall section 1/A310 has a note for "Plywood fastened to rafters with gype (GWB) ceiling", yet 
it is shown at a suspended ceiling.  This plywood is not shown on the structural plans.  Can you provide 
thickness, grade and locations please? 
Answer: Detail F1 with min 7/16” CDX plywood and ½” type X gwb is to be carried throughout the entire 
building. In areas on RCP with 10’-6” ceilings this is to be the finished ceiling surface. Areas with suspend 
ceilings or 8’-0” gyp ceilings are to be installed below Detail F1 at the 10’-6” elevation.   

9. Question: Specs call for a "Property Survey", (017300, 3.4, E., our surveyor interprets this to mean the 
entire property, not just the area involved with the construction.  Can you clarify the extent of the property 
survey required? 
Answer: Survey is not required for full extent of property the owner shall provide a boundary line survey. 
The contractor shall provide a survey for location of structures, site lighting and extent of asphalt paving 
called for by the contract documents.  

10. Question:  Can you provide the CAD file of the site to the winning GC.  
Answer: Upon completion of release forms CAD files can be provided.  

11. Question: Is Southern Yellow Pine required for all framing lumber or can we use readily available 
spruce/pine/fir?  If the concern is for crush resistance at the top plate, can we use SYP for just the top 
plate. 
Answer: SYP as specified is required as noted in specification and in structural notes. 

12. Question: Can you clarify Item 2 of addendum 1 please?  Is the owner installing the gravel roads?  Is the 
only site work required by the contractor to be the main building, bunk house and 5' surrounding? 
Answer: Owner is installing all gravel roads. Site work required by contractor is the main building, bunk 
house, 5’ surrounding each structure. Sewer connection to septic tank, full length of electrical to meter at 
transformer at west side of building, and site lighting as shown on ES100.  

13. Question:   On the Architectural sheet A600 door schedule several doors are indicated under the 
comments section to be Card Access. There is no electric locks or strikes listed in the hardware 
specification. Should these be electrified and if so with electric latch retraction hardware or electric 
strikes? Should Power Supplies be added? Are Card Readers and the Access Control System being 
supplied by the Owner? 
Answer:  Fail secure electric strikes should be provided at all doors scheduled to receive Card Access in 
the comments section. See updated A600 release as part of this addendum. Power is to be provided to 
all card access locations. Card readers and access control system will be provided by the owner.  

14. Question: In spec 084113 the door hardware list does not match HW set 3 in 087100 spec. I need to 
know which items are truly required, what is provided and installed by the glazer, and what is by others 
and installed by the glazer. For an interior vestibule door, I would think HW set 3 as laid out in 087100 
makes sense but I need to be sure. 
Answer: Door 101.1 is to have HW set 3 as laid out in 087100 

15. Question: Regarding the doorframe in storefront SF1: as drawn and specified the manufacturers wont 
build the door frame. The large piece of transom glass would be too heavy for the storefront door header. 
Answer: Provide tube steel structure as shown on REVISED A601 corners to be continuous welds full 
perimeter, finish steel in accordance to AESS category 4 prime and paint color to be selected by 
architect. Base plate details to be installed in accordance with detail B1/SB100. Use ½” base plate and 
base plate details shown on E5/SB100.  

16. Question: There is no outside trim specified at Hardware Set HW2 for doors 102.4,112.1 and 123.2. All 
that is specified is a cylinder. 
Answer: Doors 102.4,106.2, and 112.1 are to have exit devices with no outside trim, emergency exit 
only. Door 123.2 to have exterior lever and card access through electric strike.  

http://www.pdtarchs.co/
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17. Question: ES100: What size/qty is the UGT/C line (communication service conduit) coming into 

the building? 

Answer:1 - 4” conduit is being run for telephone and 1 - 2” conduit is being run for communications. 

18. Question: ES100: What is the UGE line around the propane tank? 

Answer: The UGE line around the propane tank is a typo and does not represent anything.  

19. Question: Are there any doors or hardware required to be priced on the Bunkhouse as part of the 

Alternate? 

Answer: See attached reissued A900. 
20. Question: The are several Doors listed as Elevation P3 on the Door Schedule sheet A600. It looks like 

the intent was for P-3 to be a 3 panel and FG to be a 3 lite. In the material column of several of the P-3 
Doors you list GL 1 or GL 2./HM  Please clarify. Is there a cross section of the P 3 Door Panel? Is the 
intent for Applied Plants or a steel panel in lieu of glass? 
Answer: The intent listed above is correct P-3 is intended as a 3 panel and FG is a 3 lite. The doors 
previously listed as P3 with GL1 or GL2 where designating glassing for the frame. The Door schedule has 
been correct and attached.  

21. Question: Please issue a window and door schedule for Alt # 6. 
Answer: See attached A900 

22. Question: Is it possible to use a footing and stub wall for interior bearing walls, 2’x1’ footing and 

6” wide and 1’ high wall to finish floor height.  
Answer: No  

23. Question: Reflected ceiling does not have a finish for the exterior entrance. Is it to be just 

exposed plywood? 

Answer: Yes, provide exterior rated grade A plywood.  

24. Question: A details only show insulation under the floor and at the 8” shelf. The structural page 

cross shows insulation for the full height of the foundation wall. Whish way is it? 

Answer:  Provide insulation as shown on A details and continuous below entirety of slab as called for on 
A004.  
 
 

 
END OF ADDENDUM 
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Schedules,
Legends, &
Diagrams

A600

08/29/16

16034

Checker

Room Finish Schedule

NUMBER ROOM NAME FLOOR
BASE
MATL

Ceiling
Finish

WALLS
NOTESN S E W

105 WARDEN RECEPTION HPT-3 RB-1 P-1 P-1 P-5 P-1 6, 7, 9, 13
107 LT. WARDEN HPT-3 RB-1 P-1 P-1 P-1 P-5 6, 7, 9, 13
110 SERGEANT FLEX HPT-3 RB-1 P-5 P-1 P-1 P-1 6, 7
111 EVIDENCE HPT-3 RB-1 P-4 P-1 P-1 P-1 P-1 7, 10
106F WS SUPPLY/TEMP.

EVIDENCE
VP-1 RB-1 P-2 P-1 P-1 P-1 P-1 7

108 WARDEN FLEX HPT-3 RB-1 P-1 P-5 P-1 P-1 6, 7, 9, 13
109 INVESTIGATOR HPT-3 RB-1 P-5 P-1 P-1 P-1 6, 7, 9, 13
101 LOBBY PT-1/MAT-2 WD-1/PT-1 WP1 P-1 P-1 P-1 1, 2, 3, 7, 12
102 LARGE MEETING ROOM CPT-1 WD-1/RB-1 P-1 P-1 WP1 P-1 1, 2, 5, 7, 8, 13
101D PUBLIC TOILET PT-1 PT-1 P-4 P-3 P-3 CWT-1 P-3 1, 2, 3, 7, 14
101B FAMILY TOILET PT-1 PT-1 P-4 CWT-1 P-3 P-3 P-3 1, 2, 3, 7, 14
101C PUBLIC TOILET PT-1 PT-1 P-4 P-3 P-3 P-3 CWT-1 1, 2, 3, 7, 14
116 SMALL CONFERENCE VP-1 RB-1 P-1 P-1 P-1 P-5 6, 7, 9, 13
104A STAFF SHOWER PT-1 PT-1 P-4 P-3 P-3 CWT-1 P-3 1, 2, 3, 7, 14
129 MECH. SCONC RB-1 P-2 P-3 P-3 P-3 P-3 7, 11
125 GENERAL STORAGE SCONC RB-1 P-2 P-3 P-3 P-3 P-3 7
119 FISHERIES #2 HPT-3 RB-1 P-1 P-1 P-5 P-1 6, 7, 9, 13
113 WILDLIFE #2 HPT-3 RB-1 P-1 P-1 P-1 P-5 6, 7, 9, 13
102A MEETING ROOM STORAGE HPT-3 RB-1 P-2 P-1 P-1 P-1 P-1 7
118 FISHERIES #1 HPT-3 RB-1 P-1 P-1 P-1 P-5 6, 7, 9, 13
115 WILDLIFE #1 HPT-3 RB-1 P-1 P-1 P-5 P-1 6, 7, 9, 13
112A IT. VP-1 RB-1 P-2 P-1 P-1 P-1 P-1 7
127 WILDLIFE STORAGE SCONC RB-1 P-2 P-3 P-3 P-3 P-3
128 FISHERIES STORAGE SCONC RB-1 P-2 P-3 P-3 P-3 P-3
126 FIELD PROCESSING SCONC RB-1 P-2 P-3 P-3 P-3 P-3/IRP-1 1, 4, 7
121 BREAK VP-1 RB-1 P-1 P-1 P-1/CWT-2 P-5 1, 5, 6, 7
122 RESOURCE ALCOVE VP-1 RB-1 P-2 - P-7 P-7 P-7
104B STAFF TOILET PT-1 PT-1 P-4 P-3 CWT-1 P-3 P-3 1, 2, 3, 7, 14
112B JAN. SCONC RB-1 P-3 IRP-1/P-3 IRP-1/P-3 P-3 IRP-1/P-3 2, 3, 4, 7
103 PUBLIC MEETING VP-1 RB-1 P-1 P-1 P-5 P-1 6, 7
114 WILDLIFE #1 HPT-3 RB-1 P-1 P-1 P-1 P-5 6, 7, 9, 13
117 FISHERIES #1 HPT-3 RB-1 P-1 P-1 P-1 P-5 6, 7, 9, 13
120 SEASONAL OFFICE HPT-3 RB-1 P-1 P-5 P-1 P-1 6, 7, 9, 13
124 DARK ROOM SCONC RB-1 P-2 P-3 P-3 P-3 P-3 7
112 STAFF CORRIDOR VP-1 RB-1 P-2 P-7/TB-1 P-7 P-7 P-7 1, 7
123 BACK CORRIDOR SCONC RB-1 P-2 P-3 P-3 P-3 P-3 7
106 WARDEN CORRIDOR VP-1 RB-1 P-2 P-7/TB-1 P-7/TB-1 P-7 P-7 1, 7
100 ENTRY VESTIBULE PT-1/MAT-1 PT-1 P-4 STOREFRONT P-1 P-1 P-1 1, 2, 3, 8
104 COPY CORRIDOR VP-1 RB-1 P-2 P-7 P-7 P-7 P-7/MP-1/TB-1 1, 2, 5, 7
101A LOBBY ALCOVE PT-1 PT-1 P-1/VWC-1 P-1 P-1 P-1 1, 2, 3, 7

KEYNOTE LEGEND:

1.  REFER TO ELEVATIONS FOR MATERIAL LOCATIONS AND ACCESSORIES.

2.  REFER TO FINISH PLAN SHEET A800 FOR FLOOR PATTERNS & FLOOR MATERIAL TRANSITIONS.

3.  TILE MEMBRANE USED IN CONJUNCTION WITH FLOOR TILE (PT) INSTALL; SEE SPEC.

4.  IRP PANELS AS SHOWN ON ELEVATIONS AND AROUND ALL SIDES OF MOP SINK TO 8'-0" AFF, UNO.

5.  SOLID SURFACE AT COUNTERTOPS, SEE ELEVATIONS.

6.  ACCENT WALL IMPLIES FLOOR TO CEILING, WALL TO WALL, COMPLETE COVERAGE.

7.  ALL INTERIOR DOORS AND HOLLOW METAL FRAMES TO BE PAINTED P-2, UNO.

8.  NOT USED

9.  EXTERIOR WINDOW CASINGS TO BE PAINTED P-2, UNO.

10. INTERIOR FINISH TO BE PAINTED AND FIRE TAPPED PLYWOOD FOR MOUNTING.

11. ADD EXTRA LAYER OF FIRE-RATED GYP ON INTERIOR SIDE OF EXTERIOR WALL FOR RATING.

12.  BID ALTERNATE #2:  DISPLAY CASE

13.  BID ALTERNATE #3:  ROLLER SHADES

14.  BID ALTERNATE #4:  TOILET ACCESSORIES AND COAT HOOKS

FINISH KEY:

WP WOOD PANEL SCONC SEALED CONCRETE

PT PORCELAIN TILE WD WOOD

CWT CERAMIC WALL TILE TB TACKBOARD

CPT CARPET TS TRANSITION STRIP

MAT ENTRY MAT SS SOLID SURFACE

IRP IMPACT RESISTANT PANEL RB RUBBER BASE

VWC VINYL WALLCOVERING G GROUT

P PAINT PLAM PLASTIC LAMINATE

VP VINYL PLANK MP METAL PANEL

Revision Schedule

No. Date Description

3 10/1
4/16

ADDENDU
M #3

Door & Frame Schedule

LOCATION DOOR FRAME

RATING HDWR COMMENTSMARK ROOM NO. ROOM NAME OPERATION
OPENING PANEL

TYPE MATL
DETAILS

WIDTH HEIGHT R.O. WID R.O. HGT MATL TYPE THICK CONFIG PANEL WIDTH HEAD JAMB SILL

100.1 100 ENTRY VESTIBULE Double - Hinged 6' - 0" 8' - 0" 6' - 4" 8' - 3 1/2" HM, GL1 FG 1 3/4" PAIR 3' - 0" 1 HM A3 A3 A3 HW1 Card Access
101.1 101 LOBBY Double - Hinged 6' - 0" 8' - 0" 6' - 4" 8' - 2" WD. GL2 FG 1 3/4" PAIR 3' - 0" 3 HM A2 A2 A2 HW3
101.2 101 LOBBY Single - Hinged 3' - 0" 7' - 0" 3' - 4" 7' - 2" HM, GL1 P3 1 3/4" SINGLE 3' - 0" 5 HM A2 A2 A2 HW7 Card Access
101B 101A LOBBY ALCOVE Single - Hinged 3' - 0" 7' - 0" 3' - 4" 7' - 2" HM P3 1 3/4" SINGLE 3' - 0" 5 HM A2 A2 A2 HW6
101C 101A LOBBY ALCOVE Single - Hinged 3' - 0" 7' - 0" 3' - 4" 7' - 2" HM P3 1 3/4" SINGLE 3' - 0" 5 HM A2 A2 A2 HW6
102.1 102 LARGE MEETING ROOM Double - Hinged 6' - 0" 7' - 0" 6' - 4" 7' - 2" WD. GL2 FG 1 3/4" PAIR 3' - 0" 7 HM A1 A1 A1 HW9
102.2 102A MEETING ROOM STORAGE Double - Hinged alt 6' - 0" 7' - 0" 6' - 4" 7' - 2" WD P3 1 3/4" PAIR 3' - 0" 7 HM A1 A1 A1 HW9
102.3 102 LARGE MEETING ROOM Single - Hinged 3' - 0" 7' - 0" 3' - 4" 7' - 2" WD P3 1 3/4" SINGLE 3' - 0" 5 HM A1 A1 A1 HW7 Card Access
102.4 102 LARGE MEETING ROOM Single - Hinged fg 8' 3' - 0" 8' - 0" 3' - 7" 8' - 3 1/2" HM, GL1 FG 1 3/4" SINGLE 3' - 0" 2 HM A3 A3 A3 HW2
103.1 101A LOBBY ALCOVE Single - Hinged 3' - 0" 7' - 0" 3' - 4" 7' - 2" HM P3 1 3/4" SINGLE 3' - 0" 5 HM A2 A2 A2 HW7
103D 101D PUBLIC TOILET Single - Hinged 3' - 0" 7' - 0" 3' - 4" 7' - 2" HM P3 1 3/4" SINGLE 3' - 0" 5 HM A2 A2 A2 HW6
104A 104A STAFF SHOWER Single - Hinged 3' - 0" 7' - 0" 3' - 4" 7' - 2" HM P3 1 3/4" SINGLE 3' - 0" 5 HM A2 A2 A2 HW6
104B 104 COPY CORRIDOR Single - Hinged 3' - 0" 7' - 0" 3' - 4" 7' - 2" HM P3 1 3/4" SINGLE 3' - 0" 5 HM A2 A2 A2 HW6
105.1 105 WARDEN RECEPTION Single - Hinged + Sidelite 3' - 0" 7' - 0" 4' - 8" 7' - 2" HM P3 1 3/4" SINGLE 3' - 0" 6 HM, GL2 A2 A2 A2 HW7
106.1 106 WARDEN CORRIDOR Single - Hinged 3' - 0" 7' - 0" 3' - 4" 7' - 2" HM P3 1 3/4" SINGLE 3' - 0" 5 HM A2 A2 A2 HW7 Card Access
106.2 106 WARDEN CORRIDOR Single - Hinged 3' - 0" 7' - 0" 3' - 4" 7' - 2" HM F 1 3/4" SINGLE 3' - 0" 5 HM A3 A3 A3 HW2
106F 106 WARDEN CORRIDOR Single - Hinged 2' - 6" 7' - 0" 2' - 10" 7' - 2" HM P3 1 3/4" SINGLE 2' - 6" 4 HM A2 A2 A2 HW7 Card Access
107.1 106 WARDEN CORRIDOR Single - Hinged + Sidelite 3' - 0" 7' - 0" 4' - 8" 7' - 2" HM P3 1 3/4" SINGLE 3' - 0" 6 HM, GL2 A2 A2 A2 HW7
108.1 106 WARDEN CORRIDOR Double - Wall Slider 10' - 0" 7' - 0" 6' - 0" 7' - 0" HM FG 1 3/4" PAIR 5' - 0" 9 HM HW10
109.1 106 WARDEN CORRIDOR Single - Hinged + Sidelite 3' - 0" 7' - 0" 4' - 8" 7' - 2" HM P3 1 3/4" SINGLE 3' - 0" 6 HM, GL2 A2 A2 A2 HW7
110.1 110 SERGEANT FLEX Single - Hinged + Sidelite 3' - 0" 7' - 0" 4' - 8" 7' - 2" HM P3 1 3/4" SINGLE 3' - 0" 6 HM, GL2 A2 A2 A2 HW7
111.1 106 WARDEN CORRIDOR Single - Hinged 3' - 0" 7' - 0" 3' - 4" 7' - 2" HM P3 1 3/4" SINGLE 3' - 0" 5 HM A2 A2 A2 HW7 Card Access
112.1 112 STAFF CORRIDOR Single - Hinged 3' - 0" 8' - 0" 3' - 4" 8' - 2" HM F 1 3/4" SINGLE 3' - 0" 2 HM A3 A3 A3 HW2
112A 112A IT. Double - Hinged alt 6' - 0" 7' - 0" 6' - 4" 7' - 2" HM P3 1 3/4" PAIR 3' - 0" 7 HM A2 A2 A2 HW9
112B 112B JAN. Single - Hinged 3' - 0" 7' - 0" 3' - 4" 7' - 2" HM F 1 3/4" SINGLE 3' - 0" 5 HM A2 A2 A2 HW5
113.1 113 WILDLIFE #2 Single - Hinged + Sidelite 3' - 0" 7' - 0" 4' - 8" 7' - 2" HM P3 1 3/4" SINGLE 3' - 0" 6 HM, GL2 A2 A2 A2 HW7
114.1 114 WILDLIFE #1 Single - Hinged + Sidelite 3' - 0" 7' - 0" 4' - 8" 7' - 2" HM P3 1 3/4" SINGLE 3' - 0" 6 HM, GL2 A2 A2 A2 HW7
115.1 112 STAFF CORRIDOR Single - Hinged + Sidelite 3' - 0" 7' - 0" 4' - 8" 7' - 2" HM P3 1 3/4" SINGLE 3' - 0" 6 HM, GL2 A2 A2 A2 HW7
116.1 112 STAFF CORRIDOR Single - Hinged 3' - 0" 7' - 0" 3' - 4" 7' - 2" HM P3 1 3/4" SINGLE 3' - 0" 5 HM A2 A2 A2 HW7
117.1 117 FISHERIES #1 Single - Hinged + Sidelite 3' - 0" 7' - 0" 4' - 8" 7' - 2" HM P3 1 3/4" SINGLE 3' - 0" 6 HM, GL2 A2 A2 A2 HW7
118.1 112 STAFF CORRIDOR Single - Hinged + Sidelite 3' - 0" 7' - 0" 4' - 8" 7' - 2" HM P3 1 3/4" SINGLE 3' - 0" 6 HM, GL2 A2 A2 A2 HW7
119.1 112 STAFF CORRIDOR Single - Hinged + Sidelite 3' - 0" 7' - 0" 4' - 8" 7' - 2" HM P3 1 3/4" SINGLE 3' - 0" 6 HM, GL2 A2 A2 A2 HW7
120.1 112 STAFF CORRIDOR Single - Hinged + Sidelite 3' - 0" 7' - 0" 4' - 8" 7' - 2" HM P3 1 3/4" SINGLE 3' - 0" 6 HM, GL2 A2 A2 A2 HW7
121.1 112 STAFF CORRIDOR Single - Hinged + Sidelite 3' - 0" 7' - 0" 4' - 8" 7' - 2" HM P3 1 3/4" SINGLE 3' - 0" 6 HM, GL2 A2 A2 A2 HW8 Card Access
123.1 112 STAFF CORRIDOR Single - Hinged 3' - 0" 7' - 0" 3' - 4" 7' - 2" HM F 1 3/4" SINGLE 3' - 0" 5 HM A2 A2 A2 HW7
123.2 123 BACK CORRIDOR Single - Hinged 3' - 0" 7' - 0" 3' - 4" 7' - 2" HM G 1 3/4" SINGLE 3' - 0" 5 HM A3 A3 A3 HW2 Card Access
124.1 123 BACK CORRIDOR Single - Hinged 3' - 0" 7' - 0" 3' - 4" 7' - 2" HM F 1 3/4" SINGLE 3' - 0" 5 HM A2 A2 A2 HW7
125.1 123 BACK CORRIDOR Single - Hinged 3' - 0" 7' - 0" 3' - 4" 7' - 2" HM F 1 3/4" SINGLE 3' - 0" 5 HM A2 A2 A2 HW7
126.1 126 FIELD PROCESSING Single - Hinged 3' - 0" 7' - 0" 3' - 4" 7' - 2" HM F 1 3/4" SINGLE 3' - 0" 5 HM A2 A2 A2 HW7
126.2 126 FIELD PROCESSING Double - Hinged alt 6' - 0" 7' - 0" 6' - 4" 7' - 2" HM F 1 3/4" PAIR 3' - 0" 7 HM A3 A3 A3 HW4
129.1 129 MECH. Single - Hinged 1 hour rating 3' - 0" 7' - 0" 3' - 4" 7' - 2" HM L 1 3/4" SINGLE 3' - 0" 5 HM A2 A2 A2 90 minutes HW5
129.2 129 MECH. Single - Hinged 1 hour rating 3' - 0" 7' - 0" 3' - 4" 7' - 2" HM F 1 3/4" SINGLE 3' - 0" 5 HM A3 A3 A3 90 minutes HW5

 1/4" = 1'-0"
DOOR LEGEND

 1/4" = 1'-0"
FRAME LEGEND

 1 1/2" = 1'-0"A2 HM DETAILS AT GWB

 1 1/2" = 1'-0"A5 DOOR THRESHOLD

 1 1/2" = 1'-0"A3 HM FRAME DETAILS AT EXTERIOR
 1 1/2" = 1'-0"A1 INTERIOR WOOD FRAME DETAILS

 1 1/2" = 1'-0"A4 DIMENSIONAL STANDARDS

FG

 1/4" = 1'-0"
GL2 - CLARIFICATION
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3

3

3
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"
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"FACTORY MILL

TREATED WOOD SUB SILL
ASSEMBLY.

EXTERIOR WOOD TRIM

MTL FLASHING/ DRIP EDGE

ADHESIVE BACKED SILL
FLASHING WITH PRE FAB END
DAMS.

WDW UNIT

INTERIOREXTERIOR

PACK SHIM SPACE W/ MINERAL
FIBER INSULATION. BACKER ROD
& SEALANT

SEALANT

BEVELED CONT TREATED WD
SHIM FOR DRAINAGE

3 1
/2"

FIBER CEMENT SIDING ON
VERTICAL PT WOOD
STRAPPING SEE WALL
SECTION

GWB
AIR BARRIER ON
EXTERIOR SHEATHING DENSE-PACK CELLULOSE

INSULATION

3/8"

AIR BARRIER TO WRAP UNDER
SEALANT

SILL BELOW

FIBER CEMENT SIDING ON
VERTICAL PT WOOD STRAPPING

GWB

EXTERIOR WOOD TRIM

ADHESIVE BACKED FLASHING
AT OPENING RETURNS &
NAILING FLANGES. PER MFR.
RECOMMENDATIONS

WDW UNIT

INTERIOR

EXTERIOR

PACK SHIM SPACE W/ MINERAL
FIBER INSULATION. BACKER ROD
& SEALANT

SEALANT

AIR BARRIER ONEXTERIOR
SHEATHING

DENSE-PACK CELLULOSE
INSULATION

SOLID WD INTERIOR TRIM (PTD)
3 1/2"

FIBER CEMENT SIDING ON
VERTICAL PT WOOD
STRAPPING

GWB

TREATED HEADER, SEE STRUCT.

EXTERIOR WOOD TRIM

ADHESIVE BACKED FLASHING
AT OPENING RETURNS &
NAILING FLANGES. PER MFR.
RECOMMENDATIONS

WDW UNIT

INTERIOREXTERIOR

PACK SHIM SPACE W/ MINERAL
FIBER INSULATION. BACKER ROD
& SEALANT

SEALANT

AIR BARRIER ON
EXTERIOR SHEATHING

DENSE-PACK CELLULOSE
INSULATION

SOLID WD INTERIOR TRIM (PTD)
HEAD FLASHING

3 1
/2"

WINDOW INSTALATION NOTES

ALL OPENINGS THRU EXTERIOR WALLS SHALL BE FLASHED AND SEALED
TO PREVENT AIR AND WATER INFILTRATION.

1. RETURN VAPOR BARRIER TO THE INTERIOR AT ENTIRE PERIMETER OF
OPENING TO MANUFACTURES RECOMONDATIONS. LAP AT JAMBS AND
SILLS PRIOR TO FLASHING/WINDOW INSTALLATION.
2. ALL SILLS SHALL BE FLASHED WITH PAN FLASHING (BACK DAM AND END
DAMS) TO DRAIN TO THE EXTERIOR.
3. APPLY SEALANT BEAD TO HEAD AND JAMBS PRIOR TO INSTALLATION OF
WINDOW TO SEAL GAP AT NAILING FLANGES.
4. INSTALL WINDOW.
5. INSTALL HEAD & JAMP FLASHING, AND DRIP CAP.
6. FOLD VAPOR BARRIER OVER HEAD FLASHING. ENSURE SEAMS WILL NOT
COLLECT WATER.
7. AIR SEAL PERIMETER AT FRAME INTERIOR.
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NOTE: JAMB SIMILAR TO HEADER DETAIL
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WINDOW LEGEND
& DETAILS

A601

08/29/16

16034

Checker

 1/4" = 1'-0"
WINDOW LEGEND

Window Schedule

Type Mark Family Type Width Height Comments Count

W1 Single double hung w trim Single double hung w trim 3' - 0" 5' - 0" 7
W2 double double hung w trim double double hung w trim 5' - 11 1/2" 5' - 0" 14
W3 Single fixed w trim Single fixed w trim 3' - 0" 6' - 0" 13

 3" = 1'-0"1 WINDOW SILL @ WD STUD

 3" = 1'-0"2 WINDOW JAMB @ WD STUD

 3" = 1'-0"3 WINDOW HEADER @ WD STUD

 1/4" = 1'-0"C1 SF1 - LOBBY
 1/4" = 1'-0"C2 SF2 - LOBBY MEETING ROOM NORTH

 1/4" = 1'-0"C3 SF2 - LOBBY MEETING ROOM EAST

 1/4" = 1'-0"C4 SF3 - STAFF CORRIDOR ROOM NORTH

BID ALTERNATE 3:  FURNISH AND INSTALL WINDOW
COVERING AS CALLED FOR IN SPECIFICATIONS.

3

Revision Schedule

No. Date Description

3 10/1
4/16

ADDENDU
M #3

 1 1/2" = 1'-0"4 HM HEADER AT STOREFRONT

3
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FROST WALL & FOOTING TO BE
PROVIDED UNDER BASE BID

ALTERNATE #5: UNDERGROUND
PLUMBING, ELEC CONDUIT, INSULATION
AND SLAB

NOTE
ALL DETAILS FOR BUNK
HOUSE ARE SIMILAR TO MAIN
BUILDING.
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W1 SINGLE DOUBLE-HUNG
WINDOW-PARADIGM
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BUNK HOUSE

A900

08/29/16

16034

Checker

 1/4" = 1'-0"1 LEVEL 1 - BUNK HOUSE
 1/4" = 1'-0"2 BUNK HOUSE ELEVATION - SOUTH

 1/4" = 1'-0"3 BUNK HOUSE ELEVATION - EAST

 1/4" = 1'-0"4 BUNK HOUSE ELEVATION - NORTH
 1/4" = 1'-0"5 BUNK HOUSE ELEVATION - WEST

 1/4" = 1'-0"6 BUNK HOUSE - SECTION

NOTE:
DETAILS AND WALL
ASSEMBLIES FOR BUNK
HOUSE ARE SIMILAR TO
IF&W MAIN BUILDING

BID ALTERNATES:

5. BUNK HOUSE UNDERGROUND PLUMBING AND
SLAB (FROST WALL WILL BE BASE BID).

6. BUNK HOUSE INSULATED SHELL
CONSTRUCTION INCLUDING STRUCTURAL
ENGINEERING, EXTERIOR COMPLETED TO
MATCH NEW REGION A FACILITY MAIN BUILDING,
NO INTERIOR WORK.

Door & Frame Schedule - BUNK HOUSE

LOCATION DOOR FRAME

RATING HDWR COMMENTSMARK ROOM NO. ROOM NAME OPERATION
OPENING PANEL

TYPE MATL
DETAILS

WIDTH HEIGHT R.O. WID R.O. HGT MATL TYPE THICK CONFIG PANEL WIDTH HEAD JAMB SILL

301.1 182 BUNK HOUSE Single - Hinged 3' - 0" 7' - 0" 3' - 4" 7' - 2" HM P3 1 3/4" SINGLE 3' - 0" 5 HM A3 A3 A3 HW2
301.2 182 BUNK HOUSE Single - Hinged 3' - 0" 7' - 0" 3' - 4" 7' - 2" HM F 1 3/4" SINGLE 3' - 0" 5 HM A3 A3 A3 HW2

3

3

Revision Schedule

No. Date Description

3 10/1
4/16

ADDENDU
M #3

Window Schedule  - BUNK HOUSE

Type Mark Family Type Width Height Comments Count

W1 Single double hung w trim Single double hung w trim 3' - 0" 5' - 0" BUNK HOUSE 3
W6 Single double hung w trim

small
Single double hung w trim small 2' - 4" 3' - 0" BUNK HOUSE 2

 1/4" = 1'-0"
DOOR LEGEND - BUNK HOUSE

 1/4" = 1'-0"
FRAME LEGEND - BUNK HOUSE

 1/4" = 1'-0"
WINDOW LEGEND - BUNK HOUSE


